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This dissertation proposes a hybrid approach for real-time monitoring and 
controlling voltage stability of a load area fed by N tie lines. This hybrid approach 
integrates both simulation-based and measurement-based approaches for voltage stability 
assessment (VSA). 
First, for measurement-based VSA (MBVSA), a new method is proposed for 
monitoring and control of load areas, which adopts an N+1 buses equivalent system so as 
to model and monitor individual tie lines of a load area compared to a traditional MBVSA 
method adopting a Thevenin equivalent. For each tie line, the new method solves the power 
transfer limit against voltage instability analytically as a function of all parameters of that 
equivalent, which is online identified from real-time synchronized measurements on 
boundary buses of the load area. Thus, this new MBVSA method can directly calculate the 
real-time power transfer limit on each tie line. 
Second, in order to assess the voltage stability margins under an n-1 contingency, 
based on the proposed MBVSA method, two sensitivity analyses have been performed, 
which are respectively for the parameter sensitivity of the equivalent system and the 
sensitivity of the tie line flow under an n-1 contingency. 
Third, the proposed MBVSA method implemented for both the real-time condition 
and potential n-1 contingencies is integrated with the simulation-based VSA approach to 
form a hybrid approach. The MBVSA method helps reduce the computation burden by 
eliminating the unimportant contingencies while the simulation-based method provides 
accurate information for specific “what if” scenarios such as stability limit and margin 
 
vi
indices under n-1 contingency conditions. In addition, simulation using the model of the 
system can provide recommendations for preventive control if potential voltage instability 
is identified. 
This proposed hybrid VSA approach has been validated on the NPCC (Northeast 
Power Coordinating Council) Large-scale Test Bed (LTB) system developed by the 
CURENT (Center for Ultra-Wide-Area Resilient Electric Energy Transmission Networks), 
and also implemented on the CURENT Hardware Test Bed (HTB) system. The 
effectiveness of the MBVSA in real-time monitoring and closed-loop control against 
voltage instability has been validated. 
 
Keywords: Load center, N+1 buses equivalent, parameter estimation, phasor 
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INTRODUCTION AND BACKGROUND INFORMATION 
 
1.1 Introduction 
Growths in electrical energy consumptions and penetration of intermittent 
renewable resources would make power transmission systems more often operate close to 
their stability limits. Among all stability issues, voltage instability due to the inability of 
the transmission or generation system to deliver the power required by loads is one of major 
concerns in today’s power system operations [1]. 
At present, some electricity utilities use model-based online voltage stability 
assessment (VSA) software tools to assist operators in foreseeing potential voltage 
instability. Based on a state estimate on the operating condition, those software tools 
employ power system models to simulate assumed disturbances such as contingencies and 
load changes. However, such a model-based approach has its limitations: the fidelity of its 
results highly depends on the accuracy of power system models; it needs a convergent, 
accurate state estimate in order to conduct stability assessment, which may be hard to 
obtain under stressed system conditions. 
Usually, voltage instability initiates from a local bus but may develop to wide-area 
or even system-wide instability which leads to a system-wide issue. In order to analyze and 
mitigate this wide-area voltage stability issue, many researches have been conducted 
during the past decade. Especially after the Phasor Measurement Unit (PMU) technology 
 
2
brought GPS synchronized accurate measurements, many researchers proposed and 
implemented the algorithms to assess many stability issues [2-8]. 
For the purpose of clarity, the basic concepts of voltage stability are firstly 
reviewed. All the existing methods for voltage stability analysis and their associated 
problems are then overviewed. The thesis contributions are presented at the end of this 
chapter. 
1.2 Definitions 
1.2.1 Voltage Stability and Instability 
Voltage stability is one of the major concerns in today’s power grid. It requires 
acceptable voltage levels, and its criticality plays an important role in the system operation 
which significantly affects the power transfer capability. Normally, voltage magnitudes 
drop to transmit the power along the transmission lines, and the these drops between the 
generation and load buses will remain in a certain range if the system is operating in a 
secure region. As the renewable energy and load keep increasing recently, the power 
transfers in the transmission system are closer to their limits which challenge the system 
operators continually. 
When the system engages a disturbance and the load keeps consuming more and 
more power, the bus voltage magnitudes of the power grid will decrease. If the voltage 
stability margin is insufficient, the voltage instability may finally happen, which is defined 
as an uncontrollable decline in voltage magnitudes, followed by the system blackout. This 
phenomenon usually occurs following the cascading events. 
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Usually, voltage instability happens after some contingencies, such as generator 
trip or transmission line trip, which are extremely critical for the resilience power grid. The 
voltage instability firstly initials from one local bus or one load area, and then may spread 
out to the whole power grid when it is not constrained locally. Then, voltage collapse may 
finally happen, and the voltage magnitudes may decrease to extremely low levels and will 
not be able to be back to normal condition. Following that, the system blackout happens, 
and it causes the loss of elements in the power system and will not be able to provide the 
electricity service. In order to recover the system from blackout, the restoration process 
needs to be planned and conducted, which needs lots of efforts even with high probability 
to fail. 
Many countries have planned to construct many new wind farms, however, the load 
centers are usually far from the wind farms. These two facts tell the trend that we will need 
to transfer these wind powers through long distance transmission corridors to the load 
centers, when the load centers are already stressed. So all of these factors make these tie 
lines transferring power closer to their limits, and thus largely challenging the voltage 
stability margins. However, due to the consideration of the economic efficiency, the 
generation and transmission facilities are constructed slowly and sometime cannot satisfy 
the requirements from the power market. 
Therefore, the probability of the occurrence of the voltage instability is significantly 
increasing in recent decade, and attracts many researchers to make a lot of efforts to 
investigate the voltage instability. Compared to the angle stability, the voltage stability 
gains more attention recently due to the applications of the renewable energy solution and 
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the widely used power electronics devices. In the future, the renewable energy will increase 
rapidly beyond doubt, where the power electronics will be applied in a wider range in the 
power grid. Accordingly, there are lots of needs to study the voltage collapse phenomena 
and provide new and practical algorithms for both monitoring and control applications. 
1.2.2 PV Curve 
As shown in Figure 1, the curve which relates voltage to active power for a load or 
a transmission line is called PV curve. Usually, power systems normally operate at the 
upper part of the PV curve, but the figure also confirms the existence of a maximum load 









Figure 1. PV curve and Pmargin. 
 
The analytical expression of the PV curve can be easily derived for a small power 
system with all state variables available. However, in the real world, power systems are 
much more complex than a small system, and they have thousands of loads, generators and 
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transmission lines. The complexity of the systems makes it impossible to obtain PV curves 
accurately, and it is extremely challenging to be applied in the real-time operation 
environment. 
1.2.3 Voltage Stability Margin 
As shown in Figure 1, the system’ voltage stability margin Pmargin which is the 
distance between the current operating point and the maximum loadability limit tells the 
voltage stability in terms of active power. Usually, the voltage stability margin refers to the 
load loadability, however, it can also be utilized for a system interface or a load center. If 
the voltage stability margin is smaller than a certain threshold, the system is considered in 
a dangerous operating condition and remedial actions should be taken to avoid voltage 
instability. 
There are two types of voltage stability margin indices proposed by many 
researchers: 
1. Contingency-dependent: it is usually utilized in traditional voltage stability 
assessment methods for providing the operators the voltage stability margins 
under some predefined contingencies. It can be estimated by many commercial 
simulation tools. 
2. Contingency-independent: it is usually used in a real-time environment to 
provide the current voltage stability margins. The difference between this one 




There are many factors which influence the accuracy of the voltage stability 
margins, for example, the variation of the transformer tap changers, the changes of the 
reactive power from either generators or some reactive support devices. Furthermore, the 
power grid is one of the most complicated system in the world, usually, it has hundreds of 
generators, thousands of transmission lines and loads. The dynamic characteristics of the 
system are also difficult to be modelled accurately. There are many uncertainties for the 
variation pattern of the load or the power flow. 
However, with more practical considerations, there are some additional factors 
which have impacts on the accuracy: such as inaccurate system models, diverged state 
estimation results, high computational burden and difficulty covering all possible 
disturbances and uncertainties. As discussed in the above paragraphs, the model-base 
methods have many limitations. To improve these limitations, using measurement data to 
directly assess contingency-independent voltage stability indices may be one of the 
solutions. 
This method can be more reliable since it does not rely on the model accuracy, and 
it reflects the system behavior in real time. The control strategies may be triggered by the 
real-time indices. Finally, the effectiveness of voltage control actions can be verified. 
1.2.4 Voltage Stability Classification 
For the better understanding of the voltage stability phenomenon, voltage stability 
can be divided into the following two classes according to the scale of the disturbance. 
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1. Small disturbance voltage stability: This type of voltage stability is a result of a 
small perturbation in the system. One common type of such perturbations is a 
gradual increase in the system loads. 
2. Large disturbance voltage stability: This type of voltage stability happens as a 
result of a large change in the system, which could be a fault on a major 
transmission line, sudden outage of a transmission line or a generator. 
1.3 Model-based Voltage Stability Assessment 
Some indices provided by the model-based VSA is utilized to estimate the voltage 
stability margin of the system. If the stability margin is not sufficient, the remedial action 
may be taken to prevent the system from collapse. There exists an issue for the stability 
margin which is considered as a fixed variable for the model-based method, but in reality, 
it can be effected by a lot of factors, such as topology change, load/generation variation 
and the reactive power support. 
Thus, the real time assessment of the voltage stability has significant meaning for 
the system operation. The idea assessment method has to be reliable all the time, even when 
the system is heavily stressed or under some critical disturbances. The accuracy of the 
assessment method has to be promised and thus its indices can be utilized for taking the 
remedial control actions to prevent the system from voltage collapse or any critical 
cascading events. 
Recently, simulation-based Voltage Security Assessment (VSA) tools are applied 
to analyze either steady-state or transient voltage stability issues. For the steady-state 
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analysis, many methods are based on or derived from power flow formulation in the 
literature as below. 
1.3.1 Modal Analysis 
According to the saddle-node bifurcation theory, the static voltage stability is 
related to the power flow equations under one certain operating condition. Therefore, the 
modal analysis based on power flow equations which involves eigenvalue analysis of the 
system Jacobian matrix was proposed in [9]. Firstly, the linearized power flow equation is 







     
          
 (1-1) 
Let ΔP=0, there is 
1
RV J Q
    (1-2) 
where 1R QV Q P PVJ J J J J 
   is the reduced Jacobian matrix of the system. It represents the 
linearized relationship between the incremental changes in bus voltage magnitudes and bus 
reactive power injections. This matrix becomes singular at the PV curve “nose” point. 
The left eigenvectors of JR give an indication of bus participation factors of the 
different modes given by the eigenvalues. Therefore, the voltage collapse is essentially the 
collapse of the voltage in a mode (critical mode). The minimum eigenvalue gives the 
critical mode because it will be zero when the system moves toward instability. Positive 
eigenvalues indicate the system is stable, while negative numbers mean an unstable system. 
In the modal analysis, the participation factors of can also be utilized to identify the critical 
modes where is the most important feature of the modal analysis method and is widely 
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used in voltage stability analysis studies [10] [11]. Although the eigenvalue gives an 
indication of stability, it is not a good indicator because of the nonlinearity of the power 
flow equations. 
1.3.2 Continuation Power Flow (CPF) 
Power flow analysis is a useful tool in voltage stability analysis. The maximum 
loadability of a power system can be determined by increasing the loads with a certain 
pattern in the computation of power flow until the maximum loading point is reached. A 
modification of this method known as Continuation power flow is used to find a static 
voltage stability margin, and it overcomes the singular problem by reformulating the 
differential algebraic equations so that they can remain well-conditioned even at the 
loading conditions near the stability limit [12]. 
The general principle of the continuation power flow is to utilize the predictor and 
corrector scheme. It starts from a known operating condition. After parameters have been 
changed, a prediction step is made, and from that point, a corrector routine using the 
Newton-Raphson technique will calculate the new equilibrium point. The parameterization 
step is then utilized to avoid the singularity of the Jacobian matrix at saddle node. A 
continuation method was used to detect the voltage stability limit by The University of 
Waterloo Power FLOW (UWPFLOW) program. With the support of modern computer 
hardware and software technology, many attempts have also been made to use CPF for 
online applications [13]. However, the computation time is still a main concern in online 
applications. Moreover, it is difficult to determine the vulnerable loads, branches, and 















Figure 2. Calculations of CPF. 
 
1.3.3 Singular Value Decomposition (SVD) 
As defined in [14], singular value decomposition is generally used to determine the 
rank of a matrix A. The rank of the matrix A is equal to number of non-zero singular values 








 A LMN  (1-3) 
where, L and N are k×k orthonormal matrices. M is an k×k diagonal matrix, and the 
diagonal elements of M are the singular values. This minimum singular value corresponds 
to the critical mode. If the minimum singular value is zero, then the matrix A is singular. 
The application of singularity of the power flow Jacobian matrix as an indicator of 
steady-state stability limit is discussed in [15] [16]. This method is similar in nature to the 
modal analysis method. It works on the same reduced Jacobian matrix (JR). It has been 
widely utilized for the power systems to obtain a decomposition of the Jacobian matrix. 
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The minimum singular value gives a mathematical measure of the distance between the 
studied operating point and the instability point. A fast algorithm for calculation of the 
minimum singular value has also been proposed in [17] to improve the computational speed 
of this method. As expected, the minimum singular value is an indicator for the steady-
state stability limit. Therefore, the minimum eigenvalue provide similar information for 
voltage stability analysis. 
1.3.4 Voltage Sensitivity Method 
By using sensitivity analysis techniques, the relationship between various system 
states, controls, and dependent variables can be studied. Many sensitivity studies are 
utilized for identifying the voltage stability conditions [18] [19]. The sensitivities of load 
voltages to reactive powers and the sensitivities of the total reactive power generation to 
the reactive loads are proposed in [20] and [21]. A general formula was derived in [22] in 
order to obtain the sensitivity of the loadability margin to parameters. It was extended and 
applied to various parameters in [23]. 
However, these sensitivity methods cannot provide a measure of the distance from 
current operating point to the voltage collapse point [24]. However, the assumption that 
the slack generator will provide the required generation due to any network parameter 
variation is too strong. 
1.3.5 Bifurcation Theory 
The bifurcation theory can be applied to many types of stability problem in the 
power system analysis, such as voltage stability, angle stability and trainset stability. 
 
12
Therefore, bifurcation analysis is an very important approach to analyze the power system 
stability [25] [26]. 
The dynamics of the power system is described by differential and algebraic 
equations.  
( , , )
0 ( , , )








where x is the dynamic state vector, y is the vector of the algebraic variables (complex node 
voltages) and ξ is a scalar parameter for loads. Assuming that there is an equilibrium point 




x J x J y
J x J y
    
    

 (1-5) 
where Jfx, Jfy, Jgx, Jgy are the Jacobian sub-matrices containing the partial derivatives with 







  (1-6) 
The eigenvalues of the dynamic Jacobian matrix can be derived. As the dynamic 
system moves from one equilibrium point to the others when ξ varies, the eigenvalue 
trajectories in complex plane may have three different ways: 
1. Saddle Node Bifurcation (SNB): a real eigenvalue crosses the origin along the 
real axis. The number of equilibrium points changes and the loss of voltage 
stability is of an aperiodic type. 
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2. Hopf Bifurcation (HB): two complex eigenvalues cross the imaginary axis. The 
loss of voltage stability is of an oscillatory type, and the Hopf bifurcation gives 
a pair of purely imaginary eigenvalues. 
3. Singularity Induced Bifurcation (SIB): a real eigenvalue moves from the left to 
the right complex half-plane through the infinity point. In this bifurcation case, 
the Jacobian matrix will be singular. 
SNB is a static bifurcation and happens at the maximum loadability. HB and SIB 
are dynamic bifurcations and may occur before the saddle node bifurcation. The bifurcation 
analysis generally assumes the parameters to be slowly varying, so sudden or large 
disturbances in a power system cannot be studied using bifurcation analysis method. 
1.3.6 Dynamic Simulation Analysis 
Dynamic simulation analysis conducts time-domain simulation to provide the 
stability of the system which involves nonlinear differential equations as well as regular 
algebraic equations. It captures the actual dynamic characteristics of the system without 
any approximation or linearization. 
Dynamic simulation analysis provides the operators with the system status of 
“what-if” scenarios, one critical contingency influencing the system strongly with high 
occurrence probability of the voltage collapse. The accuracy can be influenced by: 
1. The accuracy of the system models largely impacts the creditability of the 
analysis results. The dynamic simulation relies on the accurately modelling of 




2. To simulate the predefined contingencies using the dynamic simulation 
analysis, an accurate steady state solution has to be provided by the state 
estimator. The solution needs to represent the current operation point. During 
some heavily stressed conditions, the converged state estimation results may 
not be found. 
3. Since the voltage stability analysis results have to be provided in an online 
environment. The high computational speed is one of the critical criteria to meet 
these demand. For a certain power system models, there might be thousands of 
contingencies exist, but with the current limited computational resources, we 
have to selected some of the contingencies to be simulated, and it is impossible 
to cover all the contingencies. Thus, this method requires the operators to have 
abundant experiences about the power grid in order to select the contingencies 
with high likelihood to happen and cause extreme status. However, as it is 
known, all the components in the power grid vary with uncertainties all the time. 
It will be impossible for the operators to know all the new operation conditions 
only based on their experiences. Therefore, new patterns of the system variation 
introduces a unpredictable complexity which provides the operators with no 
tools to deal with which makes the system prone to enter a critical status with 
high likelihood of instability.  
All of these factors are challenging the accuracy and reliability of the voltage 
stability assessment method when we are utilized the dynamic simulation analysis. The 
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high computational burden and the lack of accuracy could provide the operators with wrong 
information to make wrong decision, thus push the system to be in danger. 
1.4 Measurement-based Voltage Stability Assessment 
Many countries are deploying synchronized phasor measurement units (PMUs) on 
transmission systems to provide wide-area measurements for real-time stability 
monitoring. That leads to more interests in developing measurement-based VSA methods 
to directly assess voltage stability from measurements on monitored buses [27-53]. 
1.4.1 Thevenin Equivalent (TE) based Voltage Stability Indictor 
A family of measurement-based methods is based on Thevenin’s Theorem: local 
measurements at the monitored load bus or area are used to estimate a TE approximating 
the rest of the system, i.e., a voltage source connected through a Thevenin impedance; the 
power transfer to the monitored load reaches its maximum when that Thevenin impedance 







Figure 3. Thevenin equivalent for 2-bus system. 
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The maximum power transfer to the load in the electric circuit shown in Figure 3 
occurs when 
L ThZ Z  (1-7) 
 
 
Figure 4. Thevenin reactance and load impedance. 
 
Based on a TE, voltage stability indices can be obtained [32], [33]. Multiple such 
equivalents may together be applied to multiple tie lines of a load area [34]. For practical 
applications, paper [35] demonstrates a TE-based method on realistic EHV network, and 
some other works consider load tap changers and over-excitation limiters in their models 
for better detection of voltage instability [36-38]. Influences from system-side changes and 
measurement errors on TE estimation are concerned in [39]. The equivalent circuit 
considering HVDC integrated wind energy is studied in [40]. 
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Basically, a TE-based method works satisfactorily on a radially-fed load bus or a 
transmission corridor, and its computational simplicity makes it suitable for real-time 
application. Paper [41] improves the TE estimation for a load area to tolerate better the 
fluctuations in voltage phase angles and power factors measured at boundary buses. 
1.4.2 Coupled Single-port Equivalent-based Method 
Some research efforts have been on how to extend the application of the TE to a 
broader transmission system, e.g., the coupled single-port circuit or the channel 
components transform [42-45]. 
The multi-port network can be modeled as shown in Figure 5. All the generators 
and load buses are brought outside of the network. The transmission network is converted 




1 1 1LS P jQ 
2 2 2LS P jQ 





Figure 5. Multi-port network system model. 
 
Then, the multi-port power system can be described by 
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-I V Y Y Y V
0 = Y V = Y Y Y V
I V Y T Y V
 (1-8) 
where the Y matrix is the system admittance matrix, V and I stand for the voltage and 
current vectors, and the subscript L, T and G represent load bus, tie bus, and generator bus, 
respectively. Eliminate the tie buses: 
L G LL L
-1 -1
LL LL LT TT TL
-1
LL LT TT TG LG
V = KV - Z I
Z = (Y - Y Y Y )
K = Z (Y Y Y - Y )
 (1-9) 
Where K is an n×m matrix obtained from system admittance matrix Y, and ZLL is an n×n 
impedance matrix. From (1-9), for load bus j, we can obtain 
1,
[ ]
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GKV  (1-10) 
where Zeqj is the Thevenin impedance of the network at bus j, again without the inclusion 
of the other loads. The circuit corresponding to (1-10) is shown in Figure 6. This is a single-
port network and it can be applied to all load buses. Using this model, a power system can 
be broken down into a set of single-port circuits that have the impact of other loads included 
explicitly. 
This concept consists in decoupling a mesh power grid into an individual equivalent 
single-port circuit coupled with an additional impedance. Under a proportional-increase 
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load scenario, VSI at each load bus can be obtained by individual TE circuit. However, it 
may yield underestimations if loads are not proportionally increasing. 
 
 
Figure 6. Coupled single-port system equivalent. 
 
1.4.3 Voltage Instability Load Shedding (VILS) 
EPRI has been conducting research projects to develop new methods using PMU 
data to estimate the contingency-independent voltage stability indices and margins in an 
online environment. In addition, the operators will utilize the calculation results of the 
stability analysis to monitor the current stability of the system, plan the remedial control 
action, and test the effectiveness of the control strategies.  
In 2006, a measurement-based method for voltage stability monitoring and control 
at a single load bus has been proposed by EPRI with the name “Voltage Instability Load 
Shedding” (VILS) [46]. This method is contingency-independent, and the calculated 
results could be represented as the active/reactive power transferred to the local bus. The 
operators could utilize the provided real-time stability information to do the load shedding 
in order to prevent the system from collapse.  
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During the 2003 voltage collapse event at TVA’s Philadelphia, Mississippi 
substation, EPRI implemented and validated this method by collecting the Digital Fault 
Recorder (DFR) data. EPRI has also validated this method using Phasor Measurement Unit 
(PMU) data collaborated with New York Power Authority. These case studies tell the 
advantages as follows: 
1. Accurately estimate the voltage stability margins; 
2. Provide the load shedding amount to the operators; 
3. Assess a dynamic single voltage stability threshold for the voltage level of the 
monitored bus. 
This method can also be utilized in the wide-area, since sometimes the voltage 
stability is not only a local issue, and it spreads out to a wide-area problem. To handle such 
a problem, a load area (center) will be monitored. Since the generation in the local area 
cannot meet the requirement of all the local loads, the transmission lines at the interface 
will all have the same pattern which is transmitting power into the load area. 
When the PMU technology has been widely used in the power system, its good 
features appear to the researchers. It can be utilized to provide high resolution 
measurements with high accuracy, including the voltage phasor, current phasor, active 
power and reactive power. With PMU technology supporting, the researcher can propose 
many algorithms for the voltage stability monitoring and control. 
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1.4.4 Measurement-based Voltage Stability Assessment (MBVSA) 




Figure 7. MBVSA on a load area. 
 
References [47] and [48] apply the MBVSA method to a load center area, which is 
able to continuously calculate real-time contingency-independent voltage stability margin 
for a load pocket area using synchronized voltage and current measurements taken at its all 
boundary buses. No simulation is needed by this method in estimating voltage stability 
margin, so the method is fast and independent of contingency scenarios and simulation 
models. The calculated voltage stability margin can be expressed as the total amount of 
real or reactive power (i.e. the security margin) that can be further transferred through the 
interface buses without causing any voltage stability problem. Therefore, it can be used as 
a real-time indicator of the area’s overall voltage stability level. Once the load area is found 
short of voltage stability margin (i.e. below a prescribed threshold), the shortfall directly 
indicates the amount of MW or MVar reserve needed to be switched in or the amount of 
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load needs to be shed within that area to avoid voltage instability. Thus, the MBVSA 
method can identify real time control strategies. 
Past EPRI research projects have validated the stability margins calculated by this 
method for the case where PMUs or other measurements are available at interface buses of 
a monitored load pocket area. EPRI collaborated with Entergy to examine this method on 
their Western Region in 2008, and are demonstrating that method at Entergy using real-
time PMU data from the Western Region supported by a DOE Smart Grid Investment 
Grant project [49]. 
1.4.5 TE-based Hybrid VSA Method for n-1 Conditions 
Paper [50] proposes a measurement- and model-based hybrid approach to assess 
voltage stability under n-1 contingencies. This method utilizes a transformation as shown 
in Figure 8 to get the voltage approximation without doing the power flow calculation. 
 
 




To apply this method for voltage control, a Loading Margin Sensitivity (LMS) 
method has been proposed based on system equilibrium equations near bifurcation [51], 
[52]. 
1.4.6 An Adaptive Three-bus Power System Equivalent 
A TE-based method may not provide accurate voltage stability margin for each of 
multiple tie lines together feeding a load area if it merges those tie lines as done in [47] and 
[48]. As illustrated in [53], we have proposed an adaptive three-bus power system 
equivalent shown in Figure 9 to improve the accuracy of TE-based method. 
 
 
Figure 9. 3-bus System. 
 
As shown in Figure 10, even when estimating the total transfer limit of multiple tie 
lines, the TE is accurate only if the boundary buses through which those tie lines feed the 
load area are strongly connected (as indicated by the left figure) and the external system is 
coherent to be regarded as a single voltage source. Those are two necessary conditions for 
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merging tie lines and boundary buses and developing a meaningful TE. If connections 
between boundary buses are weak (as shown by the right figure), when the load of the area 
gradually increases, tie lines may reach their power transfer limits at different time instants. 
In other words, voltage instability may initiate near one of boundary buses and then 
propagate to the rest of the area. Thus, only monitoring the total power transfer limit of all 
tie lines using a single TE may delay the detection of voltage instability. 
 
 
Figure 10. Line flow limits for tight (a) and weak (b) interconnections between two 
buses. 
 
1.5 Contribution of this Work: Hybrid Real-time Voltage Stability 
Assessment 
A hybrid simulation/measurement-based framework for online power system 
stability/security assessment combining the strengths and features of simulation-based and 
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measurement-based approaches will be valuable to provide real-time situational awareness 
on available operating margins against major stability problems.  
This thesis proposes a hybrid VSA approach to real-time voltage stability 
monitoring and control for Load Areas. The theory is likely to bring new insights into the 
interactions of various quantities measured by PMUs and thus leads to the establishment 
of a new framework for PMU applications. Specifically, the contributions of this work can 
be summarized into the following five aspects. 
1. Propose a new N+1 buses equivalent system. 
For most of the MBVSA methods, Thevenin equivalent has been widely used and 
lots of improvements have been made on it. However, simplicity is a both good feature and 
bad feature. The simplicity of the TE makes it easy to use and largely reduce the 
computation burden, but some useful information has been eliminated. With the N+1 
equivalent modeling the individual tie lines and their coupling relationship, the new 
MBVSA can provide the individual voltage stability limits with higher accuracy. This 
method identifies all the parameters of the equivalent in real time, and then solve the limit 
as an analytical function. This process makes the new method more accurate than TE 
method. 
2. Assess the voltage stability margins under an n-1 contingency. 
Most of the measurement-based method are not able to provide the margins under 
an n-1 contingency due to their oversimplified model. However, with the N+1 equivalent 
model containing the parameters obtained by network transformation, this network 
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transformation enables the ability of the new method for foreseeing the n-1 stability 
margins. 
3. Reduce the computation burden for the n-1 simulation study. 
For a system with thousands of transmission lines, the n-1 study needs thousands 
of simulation scenarios which will be very difficult to be conducted online. The new 
method gives a criticality ranking in terms of the active power margin so as to eliminate 
the non-critical contingencies and largely reduce the computation burden. 
4. Offer a framework to provide stability margins and preventive control actions. 
In this practical framework, the MBVSA method not only help reducing the 
computation burden, but also triggering the preventive control actions. Thus, a 
complimentary monitoring and control framework can be implemented by taking the 
advantages of both measurement-based and simulation-based methods. 
5. Implement the MBVSA method and closed-loop control scheme on a physical 
power system - the CURENT Hardware Test Bed (HTB) system. 
This new approach has been implemented on a power electronic convertor-based 
power system. In this physical power system, the measurements error/noise and 
communication delay are inevitable, so it further validates the effectiveness and robustness 





N+1 BUSES EQUIVALENT SYSTEM 
 
2.1 Introduction 
In this chapter, the TE will be extended and generalized for voltage stability 
monitoring to an N+1 buses equivalent system such that a unified MBVSA method based 
on the identification of this new equivalent is proposed. In that sense, the TE-based method 
can be considered the special implementation of this new unified MBVSA approach that 
is applied better to a radial network.  
Compared to the TE, this new equivalent has N buses interconnected to represent a 
load area with N boundary buses and one voltage source representing the external system. 
Thus, the TE is its special case with N=1. By modeling boundary buses separately for a 
load area, a new method based on this new equivalent is developed and demonstrated in 
this chapter to calculate power transfer limits at individual boundary buses.  
This chapter introduces the new method in detail, including the description of the 
N+1 buses equivalent system, its parameter identification and analytical solutions of power 
transfer limits of its tie lines. In addition, an online scheme to implement the new method 
is presented. A simple 4-bus power system is utilized to illustrate the advantages of the 
new method over a traditional TE-based method, and then the new method is validated on 
the NPCC 48-machine, 140-bus power system. 
For a load area fed by N tie lines, voltage instability may be a concern with its 
boundary buses when power flows of those tie lines approach to their transfer limits. As 
 
28
shown in Figure 11, an N+1 buses equivalent system is proposed to model those boundary 
buses and tie lines while reducing the network details both inside and outside of the load 
area. Assume the external system to be strongly coherent without any angular stability 
concern. Thus, it is represented by a single voltage source with phasor E  connected by N 
branches with impedances E1z  ~ ENz  (representing N tie lines) to N boundary buses, 
respectively. Each boundary bus is monitored and connects an equivalent load with 
impedance iiz  modeling the portion of load seen from that bus. Connection between any 
two boundary buses i and j is modeled by impedance ijz . The power transfer limit of each 
tie line is a function of ( 1) / 2 2 1N N N     complex parameters of that equivalent system 
including voltage phasor E  , N tie-line impedances Eiz  ’s, ( 1) / 2N N   transfer 
impedances ijz  ’s and N load impedances iiz  ’s. 
Let i i iS P jQ   denote the complex power fed to boundary bus i and let iV   
denote the bus voltage phasor. Using synchronized measurements on iS  and iV  , all 
parameters of the equivalent can be identified online (e.g., every 0.1-1s) using the latest 
measurements of a sliding time window. Section 2.2 and 2.3 present the algorithms for 
estimating the parameters of the external system (i.e., E  and Eiz  ) and the load area (i.e., 





Figure 11. N+1 buses equivalent. 
 
2.2 System Parameter Estimation 
2.2.1 Identification of the External System Parameters 
Assume that the sliding time window contains K measurement points. The external 
system parameters are assumed to be constant during the time window and hence are 
estimated by solving the following optimization problem. Nodal power injection equation 
(2-1) holds at each measurement point k of the time window. 
*( )( ) ( ) ( )ii i
Ei
E V k
S k V k
z

   k=1~K (2-1) 
where ( ) ( ) ( )i i iS k P k jQ k   and ( ) ( ) ( )i i iV k V k k   are respectively the received 
complex power and voltage phasor at boundary bus i at time point k. The magnitude of E  
, denoted by E, can be estimated from measurements at each boundary bus i, whose 
estimation error is 
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The 1st term summates the estimation errors of E for all buses and all time points. 
The 2nd and 3rd terms respectively summate normalized differences in rEi and xEi between 
the estimates for the current and previous time window. e and z are weighting factors 
respectively for variances of E and Eiz  over the time window. For instance, if the network 
topology of the external system does not change, Eiz  will be constant. Thus, there should 
be z > e to allow more changes in E. The Sequential Quadratic Programming (SQP) 
method is used to solve the optimization problem in (2-3) [54]. 
The above optimization problem for the external system is actually a non-convex 
problem, so it needs to select good initial values for the external system parameters. As 
long as the initial values are in a neighborhood of the optimum that is considered as the 
true solution, the SQP method can make sure to converge to that solution. However, the 
problem does have multiple local optima. In practice, the initial values of external system 
parameters for optimization are determined as follows: at the beginning when the new 
measurement-based method is performed or whenever a major disturbance, e.g., a line 
outage and a generator outage, is detected on the external system, the Least Square method 
 
31
is applied to the K data points of the current time window to estimate the parameters as 
new initial values; otherwise, the new method selects initial values from the optimization 
results of the previous time window. Because of the non-convex nature of this optimization 
problem, if the initial values selected at the beginning are far from the true solution, the 
optimization may converge to a different solution with errors in parameter estimation and 
consequently cause inaccurate transfer limits at the end. Those errors may last until the 
next time the Least Square method is performed to re-create new initial values.  Later in a 
case study on the NPCC system, the results from different initial values with errors 
intentionally added are compared. In practice, the Least Square method may be performed 
at a certain frequency, e.g., every a few minutes, even if a major disturbance is not detected. 
2.2.2 Identification of the Load Area Parameters 
Load area parameters include load impedance iiz  and transfer impedance ijz  (i and 
j=1~N), whose admittances are iiy  and ijy  . In each time window, assume constant ijy  if 
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A window of K data points has NK values of iiy  and N(n-1)/2 values of ijy  to be 
estimated. Thus, there are totally 2 2N N NK   real parameters to estimate. K data points 
can provide 2NK nodal power injection equations in real realm. Since 2 2 2N N NK NK  
, there are insufficient equations to solve all parameters. In each window, if we may assume 
 
32
a constant power factor for each iiy  , its conductance gii and susceptance bii of iiy  at two 















     (k=2~K) (2-5) 
Thus, K-1 more equations are added to each bus and the entire load area needs to 
solve 3NK-N equations. From equality (2-6), there is K=N. 
2 2 3N N NK NK N     (2-6) 
It means that each time window needs to have at least N data points to be able to 
solve all parameters of the load area. For instance, for load areas with N=2, 3 and 4 
boundary buses, we need at least the same numbers of data points to solve 10, 24 and 44 
unknowns, respectively. 
From (2-4), gii and bii are both functions of ijy  ’s (ij). An error index on (2-5) is 
defined as 
( ) ( 1) ( ) ( ) ( 1)ini ii ii ii iie k g k b k g k b k     (2-7) 
The second optimization problem is formulated as (2-8) for estimating load area 
parameters by minimizing three weighted summation terms. gij and bij are estimated 
conductance and susceptance of ijy  ; the 2
nd and 3rd terms respectively summate their 
normalized differences from the previous time window; pf and y are the weighting 
factors respectively for variances of the power factor and ijy  over the time window.  
2 2
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The SQP method is also used to solve all ijy  ’s for each time window. Then, 
calculate load admittance iiy  directly by (2-4). 
For this second optimization on estimation of load area parameters, initial values 
of gij and bij are also required, which can be obtained directly from the reduced bus 
admittance matrix about the load area by eliminating all buses except boundary buses. 
2.3 Solving the Power Transfer Limit of Each Tie Line 
From real-time estimates of equivalent parameters, the active power transfer limit 
of each tie line can be solved analytically as a function of equivalent parameters. 
The admittance matrix of the load area of the equivalent system is given in (2-9), 






























Let YE be a column vector about all admittances 1 /Ei Eiy z  (i=1~N) and 
D
EY  be a 
diagonal matrix created from YE, i.e., 
T
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A vector about the injected currents satisfies 
 
34
VYYI DEE  E  (2-12) 
where 1 2[ ]
T
NV V VV   . Then, there is 
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 (2-13) 
For simplicity, let i denote the i-th element of adj( ) DE EY Y Y  and let 
det( )   DEY Y . There is 
/i iV E   (2-14) 
The complex power transferred on each tie line is a function of elements of Y, E  
and YE. 
*
1 2[ ] ( )
T
NS S S E  
D D D
E ES Y V Y V  (2-15) 
where ( )diagDV V  . If changes on the external system are ignored, each 
complex power is a function of load admittances, i.e. 
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  (2-17) 
Based on the aforementioned constant power factor assumption over a time window 
for each load, Pi is a function of all load admittance magnitudes, i.e. yjj (j=1~N). Its 
maximum Max,i jP  with respect to the change of yjj at bus j is reached when 








     i, j=1~N (2-18) 
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If an analytical solution of yjj is obtained from (2-18) as a function of equivalent 
parameters, an analytical expression of Max,i jP  can be derived by plugging the solution of yjj 
into (2-17). Max,i iP  with i=j represents the maximum active power transfer to bus i with only 
the local load at bus i varying; Max,i jP  with ji represents the maximum active power transfer 
to bus i with only the load at another bus j varying. 
For a general N+1 buses equivalent, the analytical solution of Max,i jP  can be obtained 
by solving a quadratic equation. The proof based on (2-18) is given in the Appendix. 
Theorem: an analytical solution of Max,i jP  can be obtained by solving a quadratic 
equation. 
Proof: As defined above, i represents the i-th element of adj( ) DE EY Y Y  and 
det( )   DEY Y  . It is easy to know that they are both linear complex functions of the 
load admittance jjjjjy y e
  , where yjj and   are the magnitude and angle of jjy  . So they 
can be represented as 1 2
j
j jj jd y e d
    and 3 4
j
i j jj jd y e d
    , where dj1~dj4 are 
constant complex numbers (note that if j=i, yjj does not appear in αi, so dj3=0). 
Equation (2-18) becomes 
2
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where E2 and 
4
0   . Then, an analytical solution of yii can be obtained by solving  
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It can be simplified into the form of a quadratic equation: 
02  cbyay jjjj  (2-21) 
where  
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The closed-form solution of (2-21) can be derived and then plugged into (2-17) to 
obtain the analytical expression of Max,i jP  . 
□ 
As an example, for N=3, to solve Max1,1P  and 
Max
1,2P  , define 
def
1~ 3
        1 ~ 3i Ei ij
j
y y y i

    (2-25) 
All involved d-constants, d11, d12, d13, d14, d21, d22, d23, and d24 are 
2
11 2 3 23d y y y   (2-26) 
2 2
12 11 1 12 13 12 3 13 2 12 13 23( ) 2Ed d y y y y y y y y y y       (2-27) 
13 0d   (2-28) 
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14 11 1 12 3 13 23 2 12 23 13 2 3( ) ( )E E Ed d y y y y y y y y y y y      (2-29) 
2
21 1 3 13d y y y   (2-30) 
2 2
22 21 2 12 23 12 3 23 1 12 13 23( ) 2Ed d y y y y y y y y y y       (2-31) 
23 1 3 3 13E Ed y y y y   (2-32) 
2
24 23 2 12 23 23 1 12 23 3 12 3 13 23 2( ) ( )E E E Ed d y y y y y y y y y y y y y        (2-33) 
Note that 11y  does not appear in d11~d14 and 22y  does not appear in d21~d24. 
This method assumes that each yjj may change individually, so there are N such 
transfer limits Max Max,1 ,~i i NP P  for each tie line. By estimating the real-time pattern of load 
changes, the limit matching best that pattern will be more accurate and selected. Voltage 
stability margin on a tie line is defined as the difference between the limit and the real-time 
power transfer. 
2.4 Properties of the Power Transfer Limits for the N+1 Equivalent Model 
A measurement-based N+1 buses equivalent model has been proposed in ref. [55-
57] to assess the voltage stability for load areas in real time. For each transmission line 
connecting the load area and external system, the method provides N power transfer limits 
by solving the partial derivative with respect to all equivalent impedances. This section 
provides proofs of the properties of the power transfer limits for transmission line in 
different load changing scenarios. 
Voltage instability for load area fed by multiple interface lines is a major concern 
for power system operators. A measurement-based real-time N+1 equivalent model has 
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been proposed to investigate such problems which has the ability to provide the power 
transfer limits for each individual interface line. The operator will need to monitor all 
power transfer limits to determine the criticality of the system. In order to uncover the 
inherent characteristics of these limits, the following properties and their proofs will be 
addressed. 
Figure 12 illustrates the N+1 equivalent model for the load area fed by N interface 
lines. Assuming the external system of the load area to be strongly coherent, the external 
system can be represented by a voltage source E  connected by N branches with 
admittances 1Ey  ~ ENy  (representing the N interface lines) to N boundary buses, 
respectively. Each boundary bus connects an equivalent load, and the connection between 
any two boundary buses i and j is modeled by admittance ijy . 
The power transfer limit of each interface line is a function of all the parameters of 
that equivalent system including the voltage source, the N interface line admittances, the 
transfer admittances and the N load admittances. Assuming, the local load admittance is 
























Figure 12. Nodes connection for N+1 buses equivalent. 
 
Property 1: The limit with respect to the increasing load has less variation than 
the one with respect to the non-increasing load. 
According to the Theorem in [57], the analytical solution of Max,i iP  can be obtained 
by solving a quadratic equation 2 0ii iiay by c    with respect to iiy . Since the solution of 
the quadratic equation will be plugging into the (2-34) to get ,
Max
i iP , iiy  will not appear in 
,
Max
i iP . Assuming the load increment only happened on the local load, which means iiy  is 
the only parameter changing. So ,
Max
i iP  will be constant as iiy  will not appear in ,
Max
i iP . 
However, ,
Max
i jP  will change as the iiy  is one of the variables of ,
Max
i jP . Thus, ,
Max
i iP  has less 
variation than ,
Max
i jP  when the load on the i-th bus is increasing. Due to the similarity, ,
Max
i jP  
has less variation than ,
Max
i iP  when the load on the j-th bus is increasing. 
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Property 2: The limit with respect to the local load is larger than the ones with 
respect to remote loads under the normal operating condition. 
According to Theorem in [57], there are two analytical roots. Suppose that all 
conductances of the equivalent line are positive and all susceptances of the equivalent line 
are negative, the root with reasonable physical meaning will be plugging into (2-34). In 
order to compare the derived analytical expressions ,
Max
i iP  and ,
Max
i jP , a function 
, ,
M ax M ax
i i i jf P P    can be defined to describe the relationship between the two limits. 
[30] and [34] both show that the load impedance is much larger than the equivalent 
Thevenin impedance under normal operating condition, and it is almost 20 times larger in 
[30] and [34]. Since the load admittance is the reciprocal of the load impedance, the 










  (2-35) 
Equation (2-35) indicates that under the normal operating condition, the limit about 
local load will be larger than the ones with respect to the remote loads. 
As the load is increasing and the system is approaching the “nose” point, in order 
to reveal the sequence of the limits, two properties about two fundamental load changing 
directions (local and remote) need to be studied. 
Property 3: If only local load is increasing, at the “nose” point, , ,
Max Max
i i i jP P , and 
,
Max





i iP  is fixed since it matches the assumption of the load increasing direction, and 
all variables in ,
Max
i iP  are constant. When iP  reaches its maximum, iiy  is the solution of 
( ) / 0
i ii ii
P y y   . Therefore, the iiy  in f  expression will be substituted by the analytical 
solution of ( ) / 0
i ii ii
P y y   . Since jjy  is never changing in this scenario, its initial value 
under normal operating condition is quite small and can be ignored in the polynomial 
expression. Note that, the polynomial terms with conductances are also ignored, since the 
absolute value of conductance is usually much smaller than the one of susceptances in 
transmission system. Finally, the f  will have the following form 
2 2 2 2





{[( ) 2 2 2 2 ]
( 2( ) 2 )} 0
i
ij ij Ej Ej ij Ei Ej
ij Ej ij ij Ej Ej ij ij Ej Ej
ij Ei Ej ij Ei Ej
f E B B B B B B B
B B B B B B B B B B
B B B B B B
    
      
   
 (2-36) 
A negative value of this expression indicates that when the active power reaches 
maximum due to the local load’s increment, the limit about local load will be smaller than 
the one with respect to remote load. Considering the sequence described in Property 2, as 
a consequence, the sequence swap will happen before the “nose” point under this load 
increasing scenario. 
Property 4: If only a remote load is increasing, at the “nose” point, , ,
Max Max
i i i jP P  
when the boundary buses have different “nose” points, and ,
Max
i jP  is reached firstly. 
,
Max
i jP  is fixed since it matches the assumption of load increasing direction, and all 
variables in ,
Max
i jP  are constant. When iP  reaches its maximum, jjy  is the solution of 
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( ) / 0
i jj jj
P y y   . Therefore, the jjy  in f  expression will be substituted by the analytical 
solution of ( ) / 0
i jj jj
P y y   . Since iiy  is never changing in this scenario, its initial value 
under normal operating condition is much small and can be ignored in polynomial 
expression. Note that, the polynomial terms with conductances are also ignored, since the 
absolute value of conductance is usually much smaller than the one of susceptance in a 









  (2-37) 
where, af , bf  and cf  are real polynomial functions of all admittances. By checking the 
explicit expressions of bf  and cf  term by term, 0bf   and 0cf  . Therefore, the sign of 
af  determines the sign of 
jf . Firstly, split af  into positive part af   and negative part af 
. To compare their absolute values, the following equation can be utilized 
2 2 4 3 2
2 2 2 2 2 2
(2 )[ 2( ) 2(
3 ) 4( ) 2 ]
a a Ei ij Ei ij Ei Ej ij Ei
Ei Ej Ej ij Ei Ej Ei Ej ij Ei Ej
f f B B B B B B B B
B B B B B B B B B B B g
        
   
 (2-38) 
where, 
7 2 2 6 3 2
2 5 4 3 2 2 4 5
4 3 2 3 6 5 4 2 2
6 5 2
2 (3 4 2 ) (26 34
12 ) (46 98 42 ) (32
124 80 ) (8 72 80 )
(16 40 ) 8
Ei ij Ei Ei Ej Ej ij Ei Ei Ej
Ei Ej ij Ei Ei Ej Ei Ej ij Ei
Ei Ej Ei Ej ij Ei Ei Ej Ei Ej ij
Ei Ej Ei Ej ij
g B B B B B B B B B B
B B B B B B B B B B
B B B B B B B B B B B
B B B B B B
      
    
    
  6 2Ei EjB
 (2-39) 
By introducing 12B kB  and Ei EjB B B  , we have 
7 6 5 4 3 22 9 72 186 236 160 56 8g k k k k k k k         (2-40) 
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The roots of 0g   are 3 pairs of conjugate complex roots and one real root 9.48. 
If the boundary buses’ “nose” points are different, which means 12B  won’t be significant 
larger than the others, so g will be negative, then 2 2 0a af f    and 0af  , finally 0
jf 
. If their “nose” point are almost the same, according to (2-37), since the numerator’s order 
of 12B  is larger than the denominator’s order, (2-37) will approach zero when 12B  . 
Property 5: The stronger the coupling relationship is, the closer the limits will 
be. 
When 12B  , (2-35), (2-36) and (2-37) will approach zero, which means the 
limits will be closer to each other as the coupling relationship is stronger. 
As a conclusion, the five properties have been presented and their proofs for the 
power transfer limits for the N+1 equivalent model have been shown in details. The 
following facts are critical for the applications of the N+1 equivalent model method for 
measurement-based voltage stability monitoring: 
1. The variation of the limit will tell actually variation direction of the loads; 
2. The power transfer limit met firstly indicates that the “nose” point has been 
reached; 
3. The coupling relationship tells the closeness of the limits. 
2.5 Online Scheme for Implementation 
Compared with the traditional TE-based approach, this new measurement-based 
method uses a more complex N+1 buses equivalent to model more details about the 
boundary of a load area. Synchronized measurements on all boundary buses are needed 
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from either state estimation results if only steady-state voltage instability is concerned or 
PMUs for real-time detection of voltage instability. The parameters of the equivalent are 
identified using real-time measurements over a recent time window for several seconds. In 
a later case study on the NPCC system, results from 5s and 10s time windows will be 
compared. If the scheme uses PMUs, in order to speed up online parameter identification 
and filter out noise or dynamics irrelevant to voltage stability, the original high-resolution 
measurements (e.g. at 30Hz) may be downgraded to a low-sampling rate fs (e.g. 2Hz) by 
averaging the raw data over a time internal of 1/fs (i.e. 0.5s for 2Hz). 
As shown by the flowchart in Figure 13, the new method first identifies all branches 
connecting the load area with the rest of the system, which comprise a cut set partitioning 
the load area. Those branches are assumed coming from the same voltage source E  . Then, 
any branches coming to the same boundary buses are merged. Assume that M branches are 
yielded. The proposed method is able to calculate the transfer limit for each branch using 
an M+1 buses equivalent. However, if M is large, it will result in huge computational 
burdens in estimating M(M-1)/2+2M+1 parameters and consequently calculating M limits. 
Different from the TE that merging all M branches to one fictitious tie line, this new 
approach may group some branches across the boundary and only merge each group to one 
fictitious tie line. The criteria of grouping are such as: the boundary buses in one group are 
tightly interconnected; the branches in one group reach limits almost at the same time; it is 
not required to monitor the branches within a group individually. For the fictitious tie line 
representing a group of branches, only its total limit is calculated. Thus, after merging some 
groups of branches to fictitious tie lines, the final number of tie lines becomes N<M. A 
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simpler N+1 buses equivalent is used, which still keeps characteristics of the load area 
regarding voltage stability. The TE-based approach is a special case of this new method 
with N=1. 
The next two sections will test the new method on a 4-bus power system and the 
NPCC 140-bus system using data generated from simulation. All computations involved 




Figure 13. Flowchart of the new method. 
 
2.6 Demonstration on a 4-bus Power System 
This section demonstrates the new method on a 4-bus power system with one 
constant voltage source supporting three interconnected load buses representing a load 
area. The system is simulated in MATLAB with gradual load increases at three load buses. 
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The simulation results on three load buses are treated as PMU data and fed to the new 
method. The system represents a special case of the system in Figure 1 with N=3. Let 
50.1 E  p.u. and three tie lines have the same impedance 1 2 3 0.01 0.1E E Ez z z j     
p.u. At the beginning, three load impedances 11 22 33 1 1z z z j     p.u. Consider two 
groups of transfer impedances in Table I respectively for weak and tight connections 
between three boundary buses. 
 
Table 1. Values of transfer impedances 
Group 12z  (p.u.) 13z  (p.u.) 23z  (p.u.) 
A 0.01+j0.1 0.015+j0.15 0.005+j0.05 
B 0.0005+j0.005 0.0008+j0.0075 0.0003+j0.0025 
 
Keep the impedance angle of 33z  unchanged but gradually reduce its modulus by 
1% every 2s until active powers on all tie lines meet limits. As shown in Figure 14, three 
PV curves (Pi vs. Vi) are drawn for two groups of transfer impedances. For Group A, the 
transfer impedances between boundary buses are not ignorable compared with the tie-line 
and load impedances, so three PV curves are distinct. However, when those impedances 






(a) Group A (weak).    (b) Group B (tight). 
Figure 14. PV curves for weak and tight connections between boundary buses. 
 
Simulation results are recorded at 1Hz sampling rate. The new method is performed 
every 1s using the data of the latest 10s time window. All computation of the new method 
on each time window is finished within 0.05s in MATLAB. The new method gives each 
tie line three limits for three extreme load increase assumptions. For two groups, Figures. 
15 and 16 show P1 ~ P3, the total tie-line flow P = P1 + P2 + P3, and their limits calculated 
by the new method. The limits from solutions of P1/y33 ~ P3/y33 match the actual load 
increase, so their sum is defined as the total tie-line flow limit Max(New)P  . For comparison, 
the TE-based method in [47] and [48] is also performed to give the total tie-line flow limit 
as Max(TE)P  in Figure 15. 
Tests on those two groups of data show that when a TE-based method is applied to 
a load area, voltage instability is detected only when the total tie-line flow meets its limit. 
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However, due to the uneven increase of load, one tie line may be stressed more to reach its 
limit earlier than the others, which can successfully be detected by the new method. 
Another observation on Figures. 15 and 16 is that the curve of Max(New)P  is flatter than that 
of Max(TE)P  , and 
Max(TE)P  is more optimistic and less accurate than 
Max(New)P  when the 
system has a distance to voltage instability. 
For Group A with weak interconnection between boundary buses, Figure 15 shows 
that three individual tie-line flows P1, P2 and P3 meet their limits at t=680s, 676s and 666s 
respectively. The total tie-line flow P meets 
M ax(N ew )P  at t=680s. 
Max(TE)P  from the TE-
based method is not as flat as M ax(N ew )P  , and it is met by P after t=700s. Figure 17-19 
give details of Figure 15 on each tie-line flow and its three limits calculated according to 
(2-18) for three load increase assumptions. The limit from solution of Pi/y33 matches the 
actual load increase, and its curve is flat and met by Pi earlier than the other two. By using 
the new method, zero margin is first detected at t = 666s on the 3rd tie line and then on the 
other two tie lines as well as the total tie-line flow. However, the TE-based method detects 
zero margin much later since, first, it only monitors the total tie-line flow limit and second, 
the limit curve is not as flat as that given by the new method. 
For Group B with tight connection between boundary buses, Figure 16 shows that 
all tie-line flows reach their limits at t=732s. In addition, P meets both 
M ax(N ew )P  and 





Figure 15. Tie-line flows and limits for Group A (weak connection). 
 
 





Figure 17. P1 and limits for Group A. 
 
 





Figure 19. P3 and limits for Group A. 
 
2.7 Case Studies on the NPCC Test System 
The proposed new method is tested on a Northeast Power Coordinating Council 
(NPCC) 48-machine, 140-bus system model [58]. As highlighted in Figure 20, the system 
has a Connecticut Load Center (CLC) area supported by power from three tie lines, i.e. 73-
35, 30-31 and 6-5. Line 73-35 is from the NYISO region and the other two are from the 
north of the ISO-NE region. Powertech’s TSAT is used to simulate four voltage instability 
scenarios about the CLC area:  
 
1. Generator trip followed by load increase leading to voltage instability;  
2. Generator trip followed by a tie-line tip causing voltage instability;  
3. Two successive tie-line trips causing voltage instability;  
4. Shunt switching to postpone voltage instability.  
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The load model at each load bus adopts the default load model setting in TSAT, i.e. 
100% constant current for real power load and 100% constant impedance for reactive 
power load. Simulation results on the voltages at boundary buses 35, 31 and 5 and the 
complex powers of the 3 tie lines are recorded at 30Hz, i.e. the typical PMU sampling rate. 
The raw data are preprocessed by an averaging filter over 15 samples to be downgraded to 
2Hz. The processed data are then fed to the new method for estimating the external and 
load area parameters and calculating transfer limits. That data preprocessing improves the 
efficiency of two optimizations for parameter estimation while keeping necessary 
dynamics on voltage stability in data. The new method is performed every 0.5s on data of 
the latest 5-s time window. 
 
   
(a) System topology.                                         (b) CLC area. 




2.7.1 Generator Trip Followed by Load Increase Leading to Voltage Instability 
To create voltage collapse in the CLC area, all its loads are uniformly increased by 
a total of 0.42 MW per second from its original load of 1906.5 MW with constant load 
power factors. At t=360s, the generator on bus 21 is tripped, which pushes the system to 
be close to the voltage stability limit. Shortly after slight load increase, voltage collapse 
happens around t=530s as shown in Figure 21 on three boundary bus voltages. Figure 22 
indicates the PV curves monitored at three boundary buses. To better illustrate the PV 
curves, the figure is drawn using the data sampled at 25s intervals until t=500s to filter out 
transient dynamics on the curves right after the generator trip and the voltage collapse at 
the end. Note that the generator trip causes a transition from the pre-contingency PV curves 
to the post-contingency PV curves with a more critical condition of voltage stability. Bus 
35 is the most critical bus since the “nose” point of its post-contingency PV curve is passed. 
 
 





Figure 22. PV curves monitored at the CLC boundary buses. 
 
When the external system has strong coherency, the proposed new method can be 
applied to reduce it to one voltage phasor E  connected with boundary buses of the load 
area by N branches, respectively. Figures. 23 and 24 show the voltage magnitudes and 
angles of all buses in Figure 20(b) that are outside the CLC load center, indicating a strong 
coherency of the external system [59]. Therefore, the proposed method is valid and may 
adopt a 3+1 buses equivalent to calculate the power transfer limits separately for three tie 
lines. 
Figure 25 gives estimates of three load impedance magnitudes seen at the boundary 
buses. The figure shows that the load seen from bus 5 changes more significantly than the 
others. Hence, M ax35,5P  , 
Max
31,5P  and 
Max
5,5P  calculated from Pi/y5=0 are more accurate and 




Figure 23. External system bus magnitudes. 
 
 














To compare with the new method, Figure 26 gives the total transfer limit estimated 
using a TE-based method. The margin stays positive until the final collapse of the entire 
system. 
Figure 27 gives the results from the new method and each tie line has three transfer 
limits. Before the generator trip, all lines have sufficient margins to their limits. After the 
trip, more power is needed from the external system, so the active powers of the three tie 
lines all increase significantly to approach to their limits. In Figure 27(a), P35 of 73-35 
reaches the limit Max35,5P  at t=473.5s. From Figure 27 (b) and (c), the other two lines keep 
positive margins until the final voltage collapse. It confirms the observation from Figure 
22 that voltage collapse will initiate from bus 35. If the limit and margin information on 
individual tie line is displayed for operators in real time, an early remedial action may be 




















(a) P35 vs. its limits. 
 
 
(b) P31 vs. its limits. 




(c) P5 vs. its limits. 





Once parameters of the N+1 buses equivalent are estimated, transfer limits are 
directly calculated by their analytical expressions. The major time cost of the new method 
is with online parameter estimation. Figure 28 gives the probability density about the times 
spent respectively on estimating the external system and the load area over one time 
window. According to the figure, parameter estimation over one time window can be 
accomplished within 0.02s to 0.1s. The average total time cost for each cycle of the new 
method’s online procedure (i.e. steps 2-5 in Figure 13) is 0.0614s, which includes 0.0221s 
for external parameter estimation, 0.0271s for load area parameter estimation, and 0.0122s 
for transfer limits calculation. The times on measurements input and margin display are 
ignorable. The test results indicate that the new method can be applied in an online 
environment. 
 
(a) Time for estimating external system parameters. 
 
(b) Time for estimating load area parameters. 





Figure 29. Comparison of different optimization time windows. 
 
 





Figure 29 compares the estimated Max35,5P  using a 5s sliding time window with that 
using a 10s sliding window. Two results match very well, which indicates that the new 
method is not very sensitive to the length of the sliding time window. 
To test the results of the new method using inaccurate initial values in the external 
system parameter estimation, Figure 30 compares the tie-line power limits for 73-35 with 
three different sets of initial values: 110%, 100%, and 90% of the estimates from a Least 
Square method on the first time window at the beginning. From the figure, a 10% error will 
cause less than 5% error in the transfer limit estimation before the generator trip and about 
2% error in the limit after the generator trip. If the Least Square method is used to re-
estimate the initial values when the generator trip is detected, that 2% error can be 
eliminated and these three limits will merge to one limit associated with accurate initial 
values. Considering in the real world, small errors in the initial values cannot be avoided 
completely, a small positive threshold rather than zero may be defined for the transfer 
margin as an alarm of voltage instability. 
2.7.2 Generator Trip Followed by a Tie-Line Tip Causing Voltage Instability 
Before t=400s, this scenario is the same as Scenario B. At t=400s, tie line 73-35 is 
tripped to cause voltage collapse immediately. The voltage magnitudes of three boundary 
buses are shown in Figure 31. 
Figure 32 shows the tie-line power flows and their limits for this scenario. After the 
generator trip, all tie-line flows become closer to their limits, and tie-line 73-35 carries 795 
MW, which is higher than the total margin of 667MW on tie-lines 31-30 and 6-5. When 
tie line 73-35 is tripped at t=400s, its flow is transferred to the other two tie lines to cause 
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them to meet limits. That explains why voltage collapse happens following that tie-line 
trip. If the above tie-line margin information is presented to the system operator before 
t=400s, the operator will be aware of that the system following the generator trip cannot 
endure such a single tie-line trip contingency and may take a control action. 
 
 















(a) P35 vs. its limits. 
 
 
(b) P31 vs. its limits.  




(c) P5 vs. its limits. 





2.7.3 Two Successive Tie Line Trips Causing Voltage Instability 
In this scenario, two successive tie-line trips on 31-30 and 6-5 are simulated to test 
the adaptability of the new method to n-1 and n-2 conditions. During t=0-100s, all loads in 
CLC area are uniformly increased by 0.43MW/s from its original load of 1906.5 MW with 
constant power factors unchanged. At t=100s, the tie line 31-30 is tripped, and thus the 
voltages of three boundary buses drop significantly. During t=100-200s, loads keep 
increasing at a lower speed equal to 0.37MW/s. At t=200s, the tie line 6-5 is tripped, 
causing voltage collapse as shown in Figure 33. 
Figure 34 gives the results on each tie line and the transfer limits. Before the tie line 
31-30 is tripped at t=100s, all the tie lines have sufficient transfer margin. After that trip, 
P31=0 is captured from measurements and the new method sets the corresponding yE31=0 
to adapt to the new “n-1” condition. Then, the transfer limit on the line 73-35 drops to 677 
MW. Before the next the tie line 6-5 is tripped at t=200s, the tie lines 73-35 and 6-5 totally 
transfer 733MW to the CLC area, which is higher than the limit 677 MW of the tie line 73-
35. Therefore, the second tie-line trip causes zero margin on the line 73-35, followed by a 
voltage collapse. 
 










(a) P35 vs. its limits. 
 
 
(b) P31 vs. its limits. 




(c) P5 vs. its limits. 





2.7.4 Shunt Switching to Postpone Voltage Instability 
This scenario considers switching in a capacitor bank located in the CLC area to 
postpone voltage collapse. Everything of this scenario during t=0-440s is the same as 
Scenario A. At t=440s when the transfer margin on the most critical tie-line 73-35 drops to 
3%, a 50MVAR capacitor bank at the bus 33 is switched in. Due to its additional VAR 
support, the voltage of the CLC area increases as shown in Figure 35 about voltage 
magnitudes of three boundary buses. Figure 36 shows the transfer limits on the line 73-35 
for this scenario. Both the tie-line flow and limits increase after that switch. The slight tie-
line flow increase is caused by voltage-sensitive loads in the load area, which is smaller 
than the increase of the limit. Therefore, zero margin happens at t=496.5s, i.e. 23s later 
than the 473.5s of Scenario A. This scenario demonstrates that adding VAR support in the 








Figure 36. P35 vs. its limits. 
 
2.8 Case Studies on a Detailed NYISO Model 
Dynamic simulation of large, interconnected power systems is computationally 
intensive even for a standard 10-20 seconds simulation time horizon, and this 
computational burden limits the number of contingencies that can be analyzed within a 
given wall clock time and with a given computing resource. Thus, this limitation is 
particularly constraining for on-line Dynamic Security Assessment (DSA) because of the 
short time frame available. However, with the new MBVSA method, the voltage stability 
indicator can be obtained in real time even for a large wide area system. 
A testing system was developed from a detailed NYISO power system. This test 
system has 25,357 buses, 4,198 generators, 18512 loads, 28,713 lines, 8,627 transformers 
and. In this system, load center has been highlighted in the box, with a total 4705.6 MW of 
active power and 1330 MVar of reactive power. 
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The interface (facing NYISO) corresponds to the branch 73-35 in the NPCC 140-
bus system, these lines from 72925 LUDLOW to 73112 MANCHSTR corresponds to the 
branch 30-31, and these lines from 73119 LAKEROAD to 73108 CARD corresponds to 
the branch 6-5. 
 
 
Figure 37. Load pocket Area Scheme. 
 
The voltage collapse scenario has been created on this model considering both ZIP 
load models and dynamic load models. Ramp active power and reactive power of the loads 
in the load pocket area by 70% within 150s. At time 150s, disconnect the generator on bus 
73563 and the generator on bus 73559. At time 160s, ramp active power and reactive power 
of the loads in the load pocket area by 35% within 40s. (Same rate as the first load ramping) 
For the dynamic simulation, we used the Siemens PTI PSS/E to simulate the this 
detailed NYISO system, and it costs an average 320s to simulate the 200s scenario using 
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Intel i7-4870HQ processor (2.5 GHz base frequency and 3.7 GHz max turbo frequency). 
Based on the current configuration, it is 60% slower than real time. 
For this detailed NYISO system, we are mainly focusing on the two tie-line groups 
connecting to ISONE pool and NYISO pool respectively. The group facing NYISO are 
defined as tie-line group 1, and the one facing ISONE are defined as tie-line group E. To 










  (2-41) 
L i
i







  (2-43) 
where iS  and iV  are complex power and voltage measured at bus i in the tie-line group. 
This method actually provides a way for the reduction of the tie-line groups, and it 
reduces the computational burden with a scalable model. This allows the new method to 
be applied in large scale systems with thousand lines. Figure 38 shows the voltage 





Figure 38. Voltage magnitude and angle of voltage collapse scenario. 
 
As shown in Figure 39. with the aforementioned method, the active power and 
reactive power of the two fictitious tie lines can be easily obtained. 
 
 
Figure 39. Active power and reactive power of voltage collapse scenario. 
 
Before the trip of the generators on bus 73563 and the generator on bus 73559, the 
limits are almost constant values or slashes with certain slopes in Figure 40. After the 
transient state of the trip event happened at 140s, P1 for group 1 still has positive margin, 
but PE for group E has no margin. Shortly after one equivalent line passed its “nose” point, 

















































































































voltage collapse happened. Based on the results from the new MBVSA, it tells that the 
transmission line group E is more critical than the transmission line group 1, which means 
the transmission lines connected ISONE pool have less margin than the ones connected 
NYISO pool. So this new method provides the operators with early detection of voltage 
collapse, and the identification of the critical transmission line. This complementary 
information will help the online time domain simulation for the selection of remedial 
actions which cannot be provided by the TE method. 
 
 
Figure 40. Voltage stability limits results of voltage collapse scenario. 
 
2.9 Conclusion 
A new measurement-based method for real-time voltage stability monitoring of a 
load area fed by multiple tie lines has been proposed. The new method is based on an N+1 
buses equivalent system, whose parameters are estimated directly from synchronized 
measurements obtained at the boundary buses of the load area. For each tie line, the method 
calculates the transfer limit and margin against voltage instability analytically from that 




























































estimated equivalent system. The new method has been demonstrated in detail on a 4-bus 
system and then tested by case studies on a 140-bus NPCC system model and detailed 
NYISO model. 
Compared to a traditional TE-based method for measurement-based voltage 
stability monitoring, the new method has two apparent advantages. First, the new method 
offers detailed limit and margin information on individual tie lines to identify the tie line 
and boundary bus with the smallest margin as the location where voltage instability more 
likely initiates. Second, as demonstrated on the 4-bus system, before the voltage collapse 
point, the total tie-line flow limit from the new method is more accurate than the limit from 
the TE-based method. The latter fluctuates more and is not as flat as the former because 
the TE-based method does not model the weak or strong connection between boundary 
buses. The above second advantage makes the new method more suitable for online 
monitoring and early warning of voltage instability, and the first advantage can help the 
system operator to identify the location where voltage instability more likely initiates and 
accordingly choose more effective control resources, e.g., those having shorter electrical 









The n-1 contingency analysis gives the criticality of the post-outage voltages and 
power flows to show that which contingencies is more critical. In order to assess the voltage 
stability margins for the proposed MBVSA method, two sensitivities need to be studied, 
which are the sensitivity of the parameters of the equivalent and the sensitivity of the tie 
line flow under n-1 contingency. 
For the equivalent system parameter sensitivity, the proposed method is based on 
the power flow data, due to the specific N+1 model, the sensitivity analysis is derived from 
the N+1 buses equivalent system. 
To determine post-outage quantities in performing contingency analysis, the 
Sensitivity and Distribution Factor (DF) methods are widely utilized. Sauer finds Line 
Outage Distribution Factors (LODFs) using admittance values in [60] to determine the real 
power line flows. Then in [61], a improved technique based on phasor measurements was 
proposed. In [62], Ilic and Phadke used the decoupled method to estimate the distribution 
factors to determine reactive power line flows. In [63], Singh and Srivastava have obtained 
the P-δ and Q-V relationship based on the load flow Jacobian matrix. However, this method 
still required the Ybus matrix. 
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In this chapter, the sensitivity analysis of N+1 buses equivalent model has been 
addressed. With all equivalent parameters estimated, the proposed sensitivity analysis 
method will provide both equivalent parameter sensitivity and tie line power flow 
sensitivity. Therefore, the n-1 margin will be predicted with these two sensitivity studies. 
3.2 Sensitivity Analysis for n-1 Contingency 
There are two parts in this section, one is about the impedance sensitivity analysis 
for n-1 contingency, and the other is the sensitivity analysis of the line power transfer. With 
those two sensitivity analyses, the margins of the power transfers on the tie lines for post-
contingency will be derived. 
3.2.1 n-1 Contingency Sensitivity Analysis for Equivalent Model 
Once the Y matrix for the load area is calculated, the equivalent can be derived by 
eliminating all the buses except for the boundary buses and obtain the Y matrix for the 
reduced network. 
Firstly, replace the external system of the load area with N hypothesis voltage 
sources NEE ~1 . As it is shown in Figure 41, the original load area forming by R buses has 

















Figure 41. System transformation. 
 
To reduce the system, all loads in the load center will be converted to equivalent 
admittances to ground, and all generators in the load center will be considered as negative 
loads and converted to equivalent admittances to ground. Since these load admittances and 
generator admittances are added to the diagonal elements in the matrix, the off-diagonal 
elements will not be influenced by this transformation. The transformed admittance for 
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where IN represents the vector of the injected bus currents to the load center, YNN, 
YRR, YRN are respectively the admittance matrix for N hypothesis voltage sources NEE ~1
, the admittance matrix for the load center, and the off-diagonal elements of the admittance 
matrix of this system. Since the admittance matrix is symmetrical, YRN = YNR. 









From which the VR can be eliminated to find 
NRNRRNRNNN VYYYYI ）（
1  (3-4) 




1  (3-5) 
The objective of this transformation is to obtain the equivalent transfer admittances 
of the load area connecting each boundary buses. Therefore, they can be directly fetched 
on the corresponding positions in redbusY . 
In this transformation, all transient characteristics have been ignored, so even the 
PMU data are not available, the admittance matrix can still be derived from the power flow 
data. The load admittances and generator equivalent admittances only change the off-
diagonal elements of the admittance matrix, so the transfer impedances, which are diagonal 
elements, will remain constant until the topology changes. 
The external voltage source and external impedance will remain their values the 
same as the ones in pre-contingency state respectively, since we assume the n-1 
contingency only happens within the load center. With aforementioned parameter 
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estimation of the equivalent system, the power transfer limits will be given in real time by 
performing the MBVSA calculation addressed in Chapter 2. 
3.2.2 n-1 Contingency Sensitivity Analysis of Tie Line Flow 
When assessing the post-contingency power transfer on tie lines, the Line Outage 
Distribution Factor (LODF) can be utilized with less computation burden and higher 
efficiency. Typically, it is used to determine the impact of a line outage on other system 
real power flows without having to explicitly solve the power flow for the contingency. 
The required data for this method is the active power transfer of the tie line to be 
tripped as an n-1 contingency, and the system admittance matrix. These data can be easily 
found in the static power flow calculation, and there is no need to update it frequently. 





,  (3-6) 
where ijS  is the power transfer change on the tie line from bus i to bus j, lmS  represents 
the power transfer of the outraged line. 
The LODF will be based on the Power Transfer Distribution Factor (PTDF), 
representing the sensitivity of line loading with respect to bus demands. NERC defines a 
PTDF as “In the pre-contingency configuration of a system under study, a measure of the 
responsiveness or change in electrical loadings on transmission system Facilities due to a 
change in electric power transfer from one area to another, expressed in percent (up to 
100%) of the change in power transfer”. 
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The PTDF relating the power transfer ijS  on the line from bus i to bus j with respect 
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where, ijz  represents the transmission line impedance between bus i and bus j. 
For the case of near unity bus voltage, the variation of the injected power was 

















































  (3-10) 
where, ikZ  and jkZ  respectively are the element at i-th row and k-th column, and the 
element at j-th row and k-th column of the impedance matrix busZ  , and 
1)(  busbus YZ . 











Figure 42. LODF step 1. 
 
Firstly, add a hypothetical injection 1lS  at bus l to decrease the line flow to 0, 
which means lmlm SS  . Therefore, the tie line change 
'

















   (3-11) 
With aforementioned change, the line i-j was removed without changing the system 
operation state. Simultaneously, the impedance matrix busZ  need to be updated according 
to this topology change. Additionally, The new PTDF ' ,kij  under this new system topology 
will be re-defined with new impedance matrix 'busZ . 
As shown in Figure 43, to eliminate the hypothetical injection, a new hypothetical 
injection 1lS  is added, so under the new system topology, the tie line change 
''
























Figure 43. LODF step 2. 
 
After the aforementioned two steps, two changes of tie line ij power flow calculated 
by PTDF are 'ijS  and 
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  (3-14) 
where all the impedances in (3-14) will be derived directly from the impedance matrix of 
the system. jV  and mV  can be obtained from either the state estimator or the PMU 
measurements. If both state estimation results and measurements are not available, the 
assumption mj VV   will be made to get the LODF. 
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The power transfer changes of all tie lines will be estimated by (3-13) and (3-14). 
Compared with power flow calculation, this proposed method can be applied with much 
less computation burden and very fewer measurements are required. 
3.3 Implementation of the n-1 Contingency Sensitivity Analysis 
In order to avoid the error caused by the LOPF, a hybrid approach need to be 
utilized. In this hybrid approach, besides the admittance matrix, the results from state 
estimator are also considered as a critical information source. 
As shown in the Figure 44, at the 1st stage, this method does not need a converged 
state estimation solution. The parameter estimation for load center only requires the 
admittance matrix of the power grid, and the power flow sensitivity algorithm only needs 
the admittance matrix and the reactive power transferred on the line with n-1 scenario 
consideration. 
When there is a state estimation solution, it is utilized to do an n-1 contingency 











Figure 44. Implementation of the n-1 contingency sensitivity analysis. 
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3.4 Case Studies 
The NPCC 48-machine, 140-bus system model was utilized to verify the n-1 
contingency sensitivity analysis algorithm proposed. The system models are as same as the 
one used in Chapter 2. In Figure 45, a Connecticut Load Center (CLC) area is supported 
by three tie lines, i.e. 73-35, 30-31 and 6-5. Powertech’s TSAT is also used to simulate all 
n-1 contingency scenarios about the CLC area. 
Simulation results on the voltages at boundary buses 35, 31 and 5 and the complex 
powers of the corresponding three tie lines are recorded at 30Hz, i.e. the typical PMU 
sampling rate. The raw data are preprocessed by an averaging filter over 15 samples to be 
downgraded to 2Hz. The processed data are then fed to the new method for estimating the 
external and load area parameters and calculating transfer limits. The new method is 
performed every 0.5s on data of the latest 5-s time window. 
 
 
Figure 45. Map of CLC area. 
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According to the n-1 contingency screening results in the load area, the most critical 
n-1 contingency has been selected to demonstrate the sensitivity analysis algorithm: all 
loads of the load center are uniformly increased by a total of 1.53 MW per second from its 
original load of 1906.5 MW with constant load power factors; at t=200s, the transmission 
line between bus 4 and bus 5 is tripped, which pushes the system to be close to the voltage 
stability limit; after another 200s load increase, voltage collapse happens around t=400s as 
shown in Figure 46 on three boundary bus voltages.  
Figure 47 indicates the PV curves monitored at three boundary buses. 
 
 
Figure 46. Voltage magnitudes at CLC boundary buses. 
 































Figure 47. PV curves. 
 
3.4.1 Verification of the Impedance Sensitivity Analysis for n-1 Contingency 
In the impedance sensitivity analysis for n-1 contingency, in order to simplify the 
system, the external system of the load area has been replaced with N hypothesis voltage 
sources, and all loads in load center have been converted to equivalent admittances to 
ground, so do all generators. Therefore, the accuracy of the transformation needs to be 
verified. As shown in Figures 48 and 49, the conductances and susceptances of all three 
transfer admittances have been compared separately using the most critical n-1 
contingency. With the dynamical simulation data, the conductances and susceptances are 
calculated following the steps discussed in Chapter 3.2. These two figures clearly show 
that the transfer admittances will remain constant if there is no system topology change; 
even the load and generation vary all the time. 
 




























Bus 35 PV Curve
Bus 31 PV Curve




Figure 48. Transfer conductance comparison. 
 
 
Figure 49. Transfer susceptance comparison. 
 





































































3.4.2 Verification of the Tie Line Power Flow Sensitivity for n-1 Contingency 
The Line Outage Distribution Factor (LODF) has been utilized to determine the tie 
line power flow sensitivity for n-1 line outage contingency. Comparing with the power 
flow calculation, LODF was solved explicitly and needs no iterations. To verify the 
accuracy of the LODF method, all 12 n-1 line outage contingencies for the load area are 
simulated and the post-contingency power flow results are compared. In Table 2, the errors 
of the LODF method are compared with the actual simulation results for the most critical 
tie line 73-35 in terms of percentage error of the tie line power transfer. In conclusion, the 
average error will be less than 3%, which shows a good accuracy. 
 
Table 2. Errors of the LODF 
Contingency Error Contingency Error 
1. Line 4-5 trip 0.56% 7. Line 33-34 trip -1.92% 
2. Line 5-31 trip -2.59% 8. Line 1-2 trip -2.51% 
3. Line 1-4 trip -0.90% 9. Line 34-35 trip -0.52% 
4. Line 32-33 trip -2.03% 10. Line 32-35 trip 2.09% 
5. Line 2-33 trip 2.07% 11. Line 3-4 trip -0.17% 
6. Line 31-32 trip 2.19% 12. Line 2-3 trip -0.04% 
 
3.4.3 n-1 Contingency Sensitivity Analysis Study 
Sensitivity analysis is conducted on the calculated voltage stability limits under n-
1 tie line trip contingency. Figure 50 gives the results from the proposed n-1 contingency 
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sensitivity analysis. Before the n-1 line trip contingency happened, all the lines have 
sufficient margins to their limits. The n-1 contingency sensitivity analysis module kept 
computing the power transfer limits under n-1 conditions. As shown in Figure 50, n-1 limits 
are the blue dashed lines from 200s to 400s. When the n-1 line trip happened, the dynamical 
system moved to a critical status immediately with less stability margin, and the actual 
active powers of the three tie lines are approaching to their limits. Comparing with the 
actual limits, all nine n-1 limits have a high accuracy on predicting the actual limits under 
n-1 condition. 
After the n-1 line trip happened, 35P  of tie line 73-35 is the most critical tie line due 
to its significant small margin. As loads keep increasing, P35 reaches the limit Max35,5P  at 
t=307s. From Figure 50 (b) and (c), the other two lines keep positive margins until the final 
voltage collapse. After another 100s, the voltage collapse happened. 
The n-1 line trip contingency analysis actually offers a way to screen the 
contingencies need to be conducted in the simulation, since the limit and margin 
information on individual tie line will tell the operators in real time, which contingency 
will be more critical than the others. By receiving such information, a huge number of 
unimportant simulations will be skipped and only the most critical ones will be adopted. 
Therefore, the operators will have enough time to run the simulation and find the optimized 












(a) P35 vs. its limits. 
 
 
(b) P31 vs. its limits. 
Figure 50 continued 



































































Limits for the n-1 contingency




(c) P5 vs. its limits. 
Figure 50 continued 
 
  


































The n-1 sensitivity analysis has been adopted by the MBVSA method. With this 
sensitivity analysis, the MBVSA is able to provide the stability margins under n-1 
sensitivity. There are two sensitivities have been studied, which are the parameter 
sensitivity of the equivalent system and the sensitivity of the tie line flow under n-1 
contingency. Consequently, n-1 stability limits can be predicted with much less 






REAL-TIME HYBRID VOLTAGE STABILITY ASSESSMENT 
 
4.1 Introduction 
To accurately foreseeing and screen the critical contingencies in the future, one of 
the promising methods is the dynamic simulation by solving the differential and algebraic 
equations of the power system. It not only captures the dynamic characteristics of the 
system, but also can help the operator with remedial actions recommended. However, the 
inevitable heavy computation burden limits its online applications, and how to make up 
this drawback is one of the most important research topics recently [64]. In this chapter, a 
hybrid voltage stability assessment method is designed to take the advantage of 
complementary benefits of simulation-based and measurement-based methods for VSA. 
The framework for this real-time hybrid voltage stability assessment is also presented. 
4.2 Proposed Framework 
The proposed framework is composed of high-performance dynamic simulation 
analysis tool and MBVSA algorithm. To provide real-time situational awareness against 
the critical voltage instability contingencies, the dynamic simulation analysis tool provides 
the information for “what if” scenarios such as the stability limits and margins during the 
n-1 contingency conditions. It relies also on the model of the system to provide 
recommendations for preventive control actions based on scenario analysis. The MBVSA 
algorithm provides n-0 level stability margins and n-1 level stability margins to help 
screening the contingencies need to be conducted for the simulation, and evaluate the 
 
99
criticality of the system when simulation results are not available. It also contributes to 
identify vulnerable regions and critical components of the system, and enables model 
reduction and external system equivalencing. The integrator module receives as an input 
all the information and results generated by the MBVSA and simulation-based modules 
and provides the hybrid approach intelligence, which combines the complementary 
strengths of both approaches. It manages, coordinates, analyzes and processes results from 
the different modules to generate actionable information with focus on the operator’s 
perspective. The actionable information can be in the form of: 
1. Offering the operators with real-time voltage stability margins; 
2. Alerting the operators causing by the simulation violations, such as exceed the 
predefined threshold for stability limits, n-1 violations when there is the critical 
contingencies happen; 
3. Recommending the remedial control actions to present the system from 
instability; 
4. Automatically trigging the emergency control actions. 
Representative examples of the analysis and decision points of the integrator 
module, formulated as rule-based actions, include the following: 
1. The MBVSA module keeps running to assess the current n-0 stability status and 
doing the contingency screening using n-1 sensitivity analysis in Chapter 3. 
2. If the voltage stability margin for n-0 condition or the predicted margin for n-1 
condition is low (close or below a predefined threshold), the simulation-based 
 
100
module is triggered to identify and recommend preventive control actions to 
prevent system instability. 
3. If violations of voltage criteria are identified for any n-1 contingency, the 
emergency control actions are automatically or manually triggered by the 
operator. 
Figure 51 depicts a high-level structure of the integrator module and its hybrid 
intelligence, as part of the integrated hybrid scheme for online VSA under the hybrid 
framework we have developed with EPRI under a US DOE project [55]. 
 
 




4.3 Implementation Studies 
The use of the proposed hybrid framework is demonstrated here by an pre-designed 
example. The objective is to walk the reader through the entire process, simulating how the 
system would evolve during a contingency situation, how the operator would react based 
on the information from the VSA scheme, and how operator’s intervention would affect 
the system. 
The same 140-bus NPCC system is used as the test system in this chapter. Here, 
the most critical n-1 line trip contingency in Chapter 3 is utilized as shown in Table 3, but 
with simulation-based module enabled. For the contingency in Chapter 3, the load ramping 
rate is 1.53 MW per second; and the line 4-5 is tripped at t=200s; after another 200s load 
increase, voltage collapse happens around t=400s. However, in the following 
contingencies, the remedial action will be triggered to prevent the system from collapse. 
 
Table 3. Margins of all n-1 line trip contingency at 200s 
Contingency Margin(MW) Contingency Margin(MW) 
1. Line 4-5 trip 33 7. Line 33-34 trip 67 
2. Line 5-31 trip 54 8. Line 1-2 trip 67 
3. Line 1-4 trip 57 9. Line 34-35 trip 72 
4. Line 32-33 trip 60 10. Line 32-35 trip 75 
5. Line 2-33 trip 62 11. Line 3-4 trip 76 





Figure 52. Voltages of three boundary buses. 
 
This scenario is shown in the following three stages, and they are three operating 
points of the system before and after the contingencies or remedial action, which are shown 
in Tables 4. 
 






































At the first stage, there is no contingency and the system is operating securely under 
n-1 criteria. Note that the n-1 limit for the worst contingency (in this scenario the worst 
contingency is the line 4-5 trip) is provided to the operator by the measurement-based VSA 
module (i.e. the MBVSA algorithm) when the n-1 margin is lower than a pre-designed 
threshold. In addition, the limit for the current operating point is also calculated by 
MBVSA. Note that in this case MBVSA may underestimate the voltage stability limit 
under the “n-0” condition. This inaccuracy of MBVSA algorithms far from the instability 
point has been also reported in previous work. However, at this stage the stability limit 
value is not important since the margin is quite adequate. At this stage, the MBVSA 
provides the n-0 limits for the operators, and take an action if n-0 limits were hit. On the 
other hand, the MBVSA calculates n-1 margin to determine whether to trigger the 
simulation-based module. The stage 1 is shown in Figure 53, illustrating the power transfer 
limits on the three tie lines. 
During Stage 2, upon the line 4-5 trip, the system operates under a contingency. 
Immediately after the contingency, the limits estimated by the MBVSA is changing, means 
there is an event happened. Based on the MBVSA results, the simulation-based module 
has been activated automatically to perform the simulation to recalculate the n-1 limit, and 
provides an alert to the operator to trigger simulations to test remedial actions to bring the 
system back. Note that before the simulation performed by the simulation-based module, 
the operator can have the margin information which is still sufficient for the present 
operating condition, so no emergency actions will be triggered. Thus, after the n-1 limits 
are estimated, the results are superposed on the MBVSA results and the additional 
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information is provided to the operator. The stage 2 is shown in Figure 53. Note that the 
operating condition under Stage 2 violates the n-1 criteria, so there will be an alert to the 
operator to inform him of this violation so that the remedial control action will be triggered 
to prevent the system from collapse. 
If the operator did not take any corrective action after the system pass through the 
saddle point bifurcation, which is determined by the MBVSA module, the system may 
engage voltage collapse. However, the MBVSA will take a pre-designed emergency 
control automatically if a predefined threshold is triggered. Note that, this threshold is 
predefined according to the multiple offline case studies and the experiences of the skilled 
operators. 
If during the Stage 2, the simulation successfully provided a remedial action, the 
time remedial action triggered tells that the system is at Stage 3 of operation. Note that the 
MBVSA module is also critical at this stage because it provides situational awareness for 
the operator on the criticality of the system condition, when there is no enough time to 
perform additional simulations. The stage 3 is shown in Figure 53. The effect of a 
corrective action, suggested by the integrator module, has been also simulated and is shown 
in Figure 53. In particular, additional reactive power was dispatched in the system at 300s. 
Finally, the voltage collapse is prevented, and the system is no longer under emergency 












(a) P35 vs. its limits. 
 
 
(b) P31 vs. its limits. 
Figure 53 continued 






































































(c) P5 vs. its limits. 
Figure 53 continued 
 
  
































4.4 Considerations for Practical Implementation 
The underlying principle of the framework is to improve operator situational 
awareness, provide operators with an evaluation of events likely to occur and their impact 
on the system, alert operators of any imminent critical condition, and provide them with 
guidance of effective mitigating measures to implement. This framework also provides the 
operators with remedial action recommendation, and it can be implemented as a simple 
rule-based approach in the form of “if-then” rules. With the simulation tools, it can trigger 
automatic actions such as contingency screening, critical condition alert or remedial 
actions. 
A representative set of actions that may take place in practical implementation of 
the framework can be summarized as follows:  
1. Start with recent State Estimator (SE) solution; 
2. Conduct PV curve analysis to calculate transmission limits on the selected 
interface, and calculate stability margins; 
3. Verify and refine stability limits using dynamic simulation tool; 
4. Operate the system and keep track on system operating conditions to ensure the 
system remains within the voltage stability limits; 
5. Continuously calculate voltage stability margin using PMU data (MBVSA) in 
terms of MW transfer limit; 
6. If a sudden change in MBVSA stability margin occurs, consider it an indication 
of a system event that has an influence on voltage stability performance; 
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7. If the margin goes below Level 1 threshold, perform simulation to identify 
potential risk of instability and define remedial/preventive actions; 
8. If the margin continues to decrease and crosses Level 2 threshold, select and 
implement appropriate remedial actions. 
In addition, practical implementation of the integrator computation platform will 
require standard models to facilitate effective information and data flow among the 
different modules. The use of standard data models for information sharing means that the 
different analytic modules can gather the input data they need and share their results 
electronically without the need for manual data assembly or transfer. 
4.5 Conclusion 
The real-time hybrid voltage stability assessment for load area has been proposed 
and tested on the NPCC system. With this framework, the hybrid method is able to take 
the advantage of simulation-based and measurement-based methods for system stability 
awareness, remedial action recommendation and real-time stability margins under both n-











To validate and test the performance of the proposed MBVSA on the physical 
power system, we utilized the CURENT Hardware Test Bed (HTB) system which is a 
power electronic converter-based research and experiment platform to do the benchmark 
test. Another purpose is to demonstrate a closed-loop control strategy on the physical 
system. Therefore, in this chapter, we are focusing on the implementation of the MBVSA 
and the closed-loop control strategy on the HTB system. This new strategy is also based 
on an N+1 buses equivalent proposed by Reference [57] for calculating real-time voltage 
stability margins on individual tie lines of a load area. Two voltage stability scenarios are 
designed and implemented on the HTB system that emulates a three-area power system 
integrating conventional generation, wind generation, and multi-terminal HVDC 
transmission. The tests validate the effectiveness of real-time monitoring and closed-loop 
control against voltage instability of a physical power system. 
As the transmission network operates closer to its loading limit, the difficulties for 
monitoring and controlling to maintain the voltage stability have been raised significantly. 
In order to help the operators foresee potential voltage instability and take control action 
promptly to mitigate the critical instability, online VSA and closed-loop control are key 
functions in power system operations. 
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Traditionally, model-based VSA methods have been utilized to identify the stability 
indices, and they have been discussed in many literature, such as continuation power flow 
method (CPFLOW) [12] [65], singular value decomposition [66], sensitivity method [18], 
and bifurcation theory [67]. However, these model-based tools highly rely on the fidelity 
in modeling of generation, load, and transmission facilities. Inaccurate models may result 
in inaccurate VSA results, leading operators to make incorrect decisions and hence 
increasing the risk of voltage collapse [68]. 
With real-time wide-area measurement data available to monitor buses vulnerable 
to voltage instability, MBVSA methods have been proposed [46-48]. Among all MBVSA 
methods, the TE theorem is widely used to represent the whole power system to a TE 
circuit. Based on this theory, various voltage stability indicators have been introduced [51] 
[53]. By assuming that the load power factor is constant, the power transferred to the load 
bus reaches its maximum when that external Thevenin impedance has the same magnitude 
as the load impedance. 
However, as illustrated in [53], a TE based method may not provide accurate 
voltage stability margin for each of multiple tie lines together feeding a load area. When 
the connections between boundary buses are weak, tie lines may reach their power transfer 
limits at different time instants. By considering the relationship of connection, the new 
MBVSA method proposed in reference [57] offers detailed margin information on all 
individual tie lines and actually predicts the voltage collapse by the multistage warning 
events in terms of active power stability margin, which is brought about by modelling the 
relationship between all tie lines and monitoring them separately. 
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The purpose of the monitoring is not only to inform the operators about the stability 
of the current system, but to help the operators to take preventive control to move the 
system operation state away from possible voltage collapse by increasing the system 
stability margin. Although some literature proposed the strategy for preventive control and 
emergency control, most of them are using the computer simulation result or history data 
due to the irreproducible voltage collapse scenario for the actual power system operation 
state. The computer simulation may encounter numerical oscillation due to discontinuities 
and interpolation without proper selection of integration method [69]. Furthermore, 
computer simulation tools usually ignore the field issues such as the measurement error, 
time delay, non-linearity, electromagnetic interference, etc. which may impact the results 
significantly. 
All of the above reasons stimulate the development of a multi-purpose testing 
facilities for the measurement-based voltage stability monitoring and closed-loop control 
application. A few test beds have been built, which, however, mostly adopt low voltage or 
medium voltage [70-75]. No development of a more complicated or representation of a 
higher voltage power system testing facility has been reported yet. The bottleneck of such 
a platform mainly lies in the high cost and the difficulty of scaling machines. 
The CURENT has recently built an HTB system, which is a reconfigurable power 
electronic converter-based power grid emulator operated as a real-time power system with 
measurement, communication and actuation infrastructures [76-83]. It can be utilized to 
test real-time monitoring and closed-loop control methods for power grids. Compared with 
computer simulation, the HTB has the following advantages: 1) broad time scales – able to 
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emulate transients from microseconds for power electronics to milliseconds and seconds 
for power system events; 2) integrates real-time communication, protection, control, and 
cyber security; 3) able to test the reliability of the system by incorporating real 
communication, measurements, and various protection and control; 4) provides a platform 
for research on converter control and design in utility applications, such as AC/DC 
microgrid; 5) capable of performing prolonged real-time experiments, and demonstrating 
detailed system variable information simultaneously; 6) less dependency on numerical 
calculation, while allowing more flexibility of the whole system. 
This chapter describes the proposed preventive control strategy, the HTB 
architecture and the implementation. To validate the new MBVSA, two scenarios are 
designed and tested using preventive control strategy [84] [85]. 
5.2 Settings and Scenarios of Demonstrations 
As the number of wind farms increases, the importance of effective utilization of 
reactive power generation capabilities with wind farms to improve the grid voltage stability 
becomes more significant. To demonstrate the feasibility of the wind farm VAR support 
against voltage collapse, the VAR support from the wind farms has been chosen as the 
primary preventive actions. 
As shown in Figure 54, the transmission line is working at the operating point A 
when the system is running under the normal operating condition initially. After load 
gradually increases and meets the control threshold at point A’, the preventive control is 
triggered. The shunt VAR compensation helps the system to switch to state B on a new PV 
curve with better voltage stability. Considering additional load increasing, the system will 
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Figure 54. Trajectory of transmission line PV curve with preventive control triggered. 
 
After the installation of the proposed closed-loop control system for tie lines of a 
pre-selected load area, the real-time parameter estimation is performed. The power transfer 
limit calculation continues providing the limits using system parameters estimated. When 
voltage stability margin on any tie line drops to a pre-designed threshold, the preventive 
action will be activated immediately to perform the aforementioned shunt compensation. 





Figure 55. Closed-loop control strategy. 
 
To implement the control strategy on the HTB, the following control structure 
design has been made. For the control and visualization purpose, NI LabVIEW has been 
utilized to emulate control centers in power systems. It gathers data from PMUs, and sends 
supervisory control commands to emulators with the HTB. Each emulator is implemented 
with a Texas Instrument DSP TMS320F28335, which receives commands (start and stop 
of the emulators) or data (wind speed, radiation, load consumption, etc.) from, and sends 
data to the NI CompactRIO through the CAN bus, as shown in Figure 56. With NI 
CompactRIO, the HTB can be controlled remotely by LabVIEW from the visualization 
and control center. 
 
Parameters estimation

















As shown in Figure 57, all the voltage phasor, power and frequency measurements 
are sent to the visualization application of the control center, and displayed on the large 
screen for operators. The voltage stability monitoring and closed-loop control module 
retrieves the data from the server to call the stability function and preventive control 
function in real-time. 
The three-area system shown in Figure 58 is real-time emulated using the HTB, 
where the load center is fed by tie line 7-12, tie line 9-13, and one Multi-Terminal Direct 
Current (MTDC) system. The system represents a reduced NPCC region, where area 3 
represents the Connecticut load center (CLC) with voltage stability concerns, and areas 1 
and 2 respectively represent the New York area (NYISO) and the New England area (ISO-
NE) outside that load center. 
 
 
Figure 58. HTB three-area system topology. 
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Two scenarios, respectively with and without control of the VAR support from the 
wind farms, are designed with the same contingency to demonstrate the real-time voltage 
stability monitoring and closed-loop control on the HTB. 
 
5.3 Scenario 1: Voltage Collapse without Control 
In the 1st scenario, all loads are ZIP loads which are composed by loads of 20% 
constant impedance, 20% constant current and 60% constant power. After the HTB system 
reaches its steady state, the contingency has been activated. The active power of load 13 
increases from 0.594 p.u. to 1.4 p.u. Since the real-time voltage stability control module 
has been disabled for scenario 1, as shown in Figure 59, the system enters a state of voltage 
collapse with a progressive and uncontrollable decline in voltage at the end. 
 
 
Figure 59. HTB three-area system topology. 
 




























Figure 60 shows the PV curves of both transmission lines. Obviously, the “nose” 
point of PV12 has already been passed while the “nose” point of PV13 has not, which 




Figure 60. PV curves of transfer active power to bus 12 and bus 13. 
 
The new MBVSA method adopts a 2+1 buses equivalent in order to calculate the 
power transfer limits individually for two tie lines of the load center, i.e. lines 7-12 and 9-
13. The power transfer limits are calculated and shown in Figure 61. In this scenario, only 
load 13 is increasing, which tells the operator to choose the limits with respect to the 
direction of load 13 increase. The margins of Bus 12 and Bus 13 are different from each 
other, so the preventive control module will monitor both of the margins to make a 
decision. With a pre-designed 10% margin threshold, the green vertical line shows the 
anticipative control time (101.7s). Tie line 7-12 hits the limit first at 114.5s, which means 




























the voltage instability originates from that side. Then, after tie line 9-13 hits the limit at 
125.5s, voltage collapse happens at 140s. Therefore, this new method predicted the voltage 
collapse when the first limit was hit before voltage collapse really happened. One of the 
major advantages provided by this method is the accurate individual stability margin for 
each tie line, which is brought about by modelling the relationship between all tie lines and 
monitoring them separately. 
 
 
Figure 61. Actual power transfers and their limits. 
 
5.4 Scenario 2: Automatic Control against Voltage Collapse 
In the 2nd scenario, the contingency and configuration of the system are almost the 
same as the ones in the 1st scenario except for the voltage stability control enabled. The 
pre-designed threshold to trigger the control action has been defined as 10% of the active 
power. 

































As shown in Figure 62, the system reached the steady state when both tie-lines are 
at state A. After they met the control threshold at A', the preventive control is triggered to 
increase VAR support from the wind farm by 0.4 p.u. This extra VAR support helps the 
system to enter another state B' with higher stability margin. From the results, the system 
was saved by the preventive control action triggered by the MBVSA method with high 
accuracy and reliability. 
 
 
Figure 62. Trajectories of tie line power transfer PV curves with preventive control 
triggered. 
 
As shown in Figure 63, the preventive action is triggered at 106.3s when the margin 
drops to 10%, and this time instant is shown as the green vertical dashed line. After the 
preventive control and the transient dynamics, the system operates at a new stable state. 





























Figure 63. Actual power transfers and their limits. 
 
5.5 Conclusion 
This chapter proposed the implementation of the new MBVSA monitoring and the 
closed-loop control strategy based on the N+1 buses equivalent. From the results of the two 
voltage collapse scenarios, this new MBVSA method and the associated closed-loop 
control strategy demonstrate high performances to prevent voltage collapse using real-time 
measurements, and potentials for practical applications at control rooms. 
  




































CONCLUSION AND FUTURE WORK 
6.1 Summary of Contributions 
This work proposes a hybrid approach to real-time voltage stability monitoring and 
control for load areas. Specifically, the contributions of this work can be summarized in 
the following five aspects: 
1. This work adopts an N+1 buses equivalent system so as to model and monitor 
individual tie lines compared to traditional TE based methods. For each tie line, 
the proposed new method solves the power transfer limit against voltage 
instability analytically as a function of all parameters of that N+1 buses 
equivalent, which are online identified from real-time synchronized 
measurements on boundary buses of the load area. Thus, this resulting new 
MBVSA method can directly calculate the real-time power transfer limit on 
each tie line, which cannot be obtained from the traditional TE. 
2. This work assesses the voltage stability margins under an n-1 contingency while 
most of MBVSA methods do not have such an important capability. 
3. This work decreases the computation burdens for online simulation studies of 




4. This work offers a practical framework to provide stability information and 
preventive control by taking the advantages of both measurement-based 
methods and simulation-based methods. 
5. The new MBVSA is implemented on a physical power system which is the 
CURENT Hardware Test Bed (HTB) system, and the effectiveness of real-time 
voltage stability monitoring and closed-loop control against voltage collapse 
has been validated. 
6.2 Future Works 
The following directions can be considered for future work. 
1. A new external system equivalent using power flow data and network 
transformation may be investigated. 
2. The advanced optimization method and parallel computing are expected to 
improve the accuracy and computation speed of the proposed hybrid scheme 
for online VSA. 
3. Field studies are expected to verify the functionalities of the proposed VSA 
approach since it will further verify the implementation of theoretical 
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